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LUMINAIRES COMPRISING THE TEMPORARY LIGHTING SHALL BECOMEC
THE PROPERTY OF THE CONTRACTOR AND SHALL BE REMOVED FROM
THE LIMITS OF THE PROJECT. THE CONTRACTOR SHALL PACK

THE TEMPORARY 70W HPS UNDERPASS LUMINAIRES INTO ORIGINAL
BOXES AND RETURN THEM TO THE STATE STOCK. COORDINATE WITH
NEIL THAKKAR, ELECTRICAL MAINTENANCE SECTION CF IDOT AT
TELEPHONE NUMBER (847) 221-3078 (48 HOURS ADVANCE

NOTICE REQUIRED).
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